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1 INTRODUCTION 
 
Condition assessment for water pipeline is a chal-
lenging task that still requires in-depth research and 
investigation. Pipelines fail after a period of service 
time due to structural deterioration and ageing. Fail-
ure of these assets can lead to economical loss, re-
duction in hydraulic capacity in the distributed sys-
tems and affecting the water quality. Pipeline 
failures are usually due to a combination of factors, 
predominantly occur when severely deteriorated or 
corroded pipes are subjected to excessive internal 
and external loadings (CSA 2007 and Zhou 2011). 
The dominant factors which lead to failure in a spe-
cific pipeline are often difficult to identify and has 
not yet been resolved satisfactorily. According to 
previous data analysis and prediction, the annual re-
placement costs would decrease by 50% if the re-
pairs were done proactively instead of reactively 
(Vitanage 2014). This is forcing the water utilities to 
search for new sensing technology to perform real-
time and permanent pipeline integrity monitoring 
strategies.  

 

There are many fluid transient based condition as-

sessment techniques that have been developed (Shi 

2015, Stephens 2013, Colombo 2009, and Gong 

2013) over the last decades. These techniques are 

known to be one of the most economical strategies 

to quantify the health of the pipeline. The transient 

based technique involves measuring the pressure 

transient profiles at a high data acquisition rate and 

at multiple points (installed on hydrant) along the 

distributed pipeline networks. An advanced signal 

processing and filtering can be applied on the meas-

ured pressure profile to detect and localise leakages, 

blockage and even report the remaining pipe wall 

thickness with a certain spatial resolution. One of 

these commercialised services is known as p-CAT
TM 

(Services 2016). However, the locations of the pres-

sure transducers installed are restricted to the loca-

tion of the hydrant and the spatial resolution is still 

relatively low (signal averaged over 10m). In many 

pipe burst case studies and reports provided in criti-

cal pipes (Criticalpipes 2015), it was found that pipe 

burst can even occur on a pipe without high amounts 

of uniform corrosion but with a localised corroded 

patch as small as 200 mm in diameter. The low spa-

tial resolution of the pressure transient based tech-

nique has restricted its application for detecting 

small anomalies or corroded patches along pipe. 
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It is hypothesised that with an increased amount 
of pressure transducers and closer proximity to each 
transducer, the spatial resolution can be improved. 
Thus, the aim of this paper is to demonstrate the ap-
plications of quasi-distributed optical fibre based 
pressure sensors for transient based pipeline condi-
tion assessment. Two customised optical fibre based 
pressure sensors were built in the laboratory and the 
sensors are arranged in series. This paper reports on 
preliminary investigation conducted on the applica-
tion of this optical fibre sensor deployment methods.  

2 OPTICAL FIBRE BASED PRESSURE SENSOR 

2.1 Applications of DOFS for pipeline monitoring 

Distributed Optical Fibre Sensors (DOFS) have 
gained attention and successfully demonstrated their 
potential for pipeline structural health monitoring 
applications (Rajeev 2013) over years. The distribut-
ed optical sensors can detect ground movement and 
measure localised deformation by measuring the 
strain along the pipe (Nikles 2009). Detecting, locat-
ing and monitoring of the bending and buckling ef-
fect of a pipe can also be conducted by installing 
three distributed optical fibre sensors at 120

o
 apart 

along pipes (Cauchi 2007). For water leak detection, 
the fibre optic cable, which is buried directly under-
neath the pipe, can detect leak by measuring the 
change in temperature due to the presence of leak 
(Eisler 2008). The optical sensors can also be in-
strumented helically to provide circumferential in-
formation (Lim 2015 and Inaudi 2006). Some pro-
gress has been made recently in improving the 
dynamic range of DOFS technology, in particular 
with Rayleigh-based techniques. Wong et. al. (2016a 
and 2017a) showed the potential of using DOFS to 
monitor the dynamic response of a small diameter 
pipe when subjected to pressure transients. Optical 
fibre sensors can also be used to detect and monitor 
the crack growth due to fatigue transient loading 
(Wong 2017b).  
 

2.2 Design of optical fibre based sensors 

Almost all of the fibre optic sensors’ deployment 
methods would require the fibre optic to be attached 
or embedded to the structure. However, these fibre 
optic sensor deployment methods still remain chal-
lenging for the assessment of existing buried and old 
pipelines. In this paper, the optical fibre sensors 
package is designed with an intention of an “attach-
ment-free” fibre deployment method to continuously 
monitor the water pressure and detect anomaly vi-
bration due to the presence of leak.  

The optical fibre based pressure transducer pre-
sented in this paper is a customised optical fibre-
based prototype constructed in Monash University. 
A schematic and depiction of the customised sensor 

is shown in Figure 1(a). Single mode fibre (SMF28e) 
is used as the sensor of choice for the testing. Two 
cylindrical PVC tubes of 100 mm length, 25 mm in-
ner diameter and 1 mm thickness were prepared. A 
single strand of optical fibre sensor was bonded to 
the internal surface of the PVC tube with araldite as 
shown in Figure 1(b). The total sensing length of the 
fibre optic is 50 mm. Both ends of the PVC tube 
were sealed properly with end caps (with optical 
feedthrough). The remaining loose fibre ends were 
protected with a rigid rubber tube (4mm diameter). 
All of the connection points were sealed with water-
proof silicone. Figure 1(c) shows the optical fibre 
sensors package used in the experiment. The same 
preparation process was repeated for the second 
PVC tube. After the second sensor was constructed, 
it was then spliced and connected to first sensor in 
series with a distance of 1 m in between as shown in 
Figure 1(d). The first sensor is defined as ‘S1’ 
whereas the second is defined ‘S2’ in the following 
sections. 

 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
Figure 1(a) Schematic drawing of the prototype submersible 
optical fibre pressure sensor, (b) depiction of interior of the 
PVC tube, (c) depiction of the actual sensor and (d) final ar-
rangement of sensors. 

 

2.3 Operating fibre optic systems 

The fibre optical cable was connected to the Optical 

Distributed Sensor Interrogator (ODiSI-B series) 

from LUNA Technologies. The ODiSI-B functions 
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based on Rayleigh optical frequency domain reflec-

tometry coupled with swept-wavelength interferome-

try (SWI). The system can measure strain and tem-

perature up to a maximum length of 10 m at 100 Hz. 

The system reported in this paper has also been suc-

cessfully demonstrated for monitoring composite 

(Wong 2016b) and cement structure (Sounthararajah 

2017), thereby substantiating the reliability, accuracy 

and effectiveness of this sensing technique for both 

static and dynamic monitoring. 

 

2.4 Pressure calibration  

In order to perform pressure monitoring, the strain 

information using ODiSI was calibrated against a 

pressure transducer. A test bed was set up in the la-

boratory as shown in Figure 2(a). Two 1m u-PVC 

pipes with an inner diameter of 100mm and a thick-

ness of 3mm were prepared and jointed with a T-

joint (see Figure 2(b)) to make a total pipe length of 

2 m for the experiment. Three end caps were pre-

pared and a hole with diameter of 34mm was drilled 

at the centre of all of the pipe end caps.  

The optical fibre sensors package as described  

  

 
Figure 2(a) Schematic drawing of the experimental set up and 
(b) the actual experimental set up. 

  

 
Figure 3. Experimental set up for Test 1. 

earlier was deployed through one of the end caps and 

properly sealed using water-proof silicone. When the  

two optical devices were placed in the PVC pipe, the 

S1 sensor was located 0.4m away from the end-cap 

(location of insertion), whereas S2 was located 1.4m 

away from the point of insertion. The locations of 

both sensors were marked on the surface of the pipe 

for better indication of the location of these sensors. 

A water inlet and a pressure transducer were con-

nected to another end of the PVC pipe (on the end 

cap). A ball valve was connected to the last end cap 

and installed on the T-joint. This ball valve was used 

to release the pressure in the pipe. 

The two sensors were then calibrated against the 

pressure transducer with the PVC pipe subjected to a 

known pressure loading (500kPa). The strain meas-

ured in both S1 and S2 were recorded. The relation-

ship between the water pressure and strain of the 

casing was found to be linear and the calibration fac-

tors were -4.43 kPa/μɛ and -3.47 kPa/μɛ for S1 and 

S2 respectively. The information obtained from the 

ODiSI will be described in term of water pressure in 

the following sections. 
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3 EXPERIMENTAL PROCEDURES 

 

The aim for the following experiments was to inves-

tigate the changes in pressure transient events to de-

tect the presence of an anomaly along a pipe. The 

same experiment set up for the calibration test as 

shown in Figure 2 was used for this purpose. Two 

different tests were conducted using the optical fibre 

based pressure transducers.  

 The purpose of the first test was to investigate the 

pressure transient at the location around the region 

of the anomaly along the pipe. In this test, the pipe 

section closer to the location of S2 was examined. A 

pressure transient event (pressure fluctuation) was 

induced by quickly turning on the valve that con-

nected the pipe to the water supply with a known 

pressure head of 500 kPa. The transient event was 

monitored on S2 at a data acquisition rate of 100Hz. 

The experiment was then repeated with that section 

clamped with (1) steel clamps and (2) rubber clamps 

(one scenario at a time). The clamps covered a 200 

mm section of the pipe at the region closer to S2 as 

shown in Figure 3. The clamp was introduced to 

change the local stiffness of the pipe. This method 

has also been used in (Wong 2016a and 2017a) to 

simulate a change in local stiffness (anomaly) along 

the pipeline in laboratory. The steel clamps and rub-

ber clamps section are shown in Figure 4(a) and (b) 

respectively. 

 

 

 
 
Figure 4 (a) Steel clamps and (b) rubber clamps at the region 
closer to S2. 
  

The second test was planned with an intention of 

simulating the growth of the anomaly along the pipe 

section. Therefore, in the second test, the entire pipe 

was first clamped with rubber clamps as shown in 

Figure 5. The valve at the water inlet was turned on 

quickly to stimulate a pressure wave to propagate 

along the pipe (same method as mentioned in the 

first test). The pressure wave was monitored using 

both sensors (S1 and S2) at 100Hz. The test was 

then repeated with the rubber clamps unclamped 

from R1 to R4 (one at a time). Each unclamped re-

gion was approximately 200mm. S1 was located in 

between R2 and R3 region. In this test, S1 acted as a 

sensor in the near field to the anomaly section along 

the pipe whereas S2 represented the sensors installed 

in far field. 

 

 

  
 
 
 
 

 
Figure 5. Pipe is fully clamped with rubber clamps 

4 RESULTS AND DISCUSSION 

4.1 Test 1 – Detection of localised stiffness change 

The signals measured at S2 during the transient 

event in Test 1 include both dynamic response (pres-

sure wave) and static function (operating pressure). 

For comparison, the pressure transient event moni-

tored using S2 for Test 1 was first normalised with 

the static operating pressure (500kPa) and the static 

operating pressure was then removed. The results for 

Test 1 were plotted in Figure 6 over a period of 8.5 

seconds. A spectral analysis was also performed on 

these results and presented in Figure 7.  

For the pipe without any clamps or reinforce-

ments, the pressure wave had a period of 1.3 seconds 

and it dissipated over 4 seconds (see black solid line 

in Figure 6). The pressure wave has the fundamental 

oscillating frequency of 0.76Hz as shown in Figure 

7(a). This domain frequency will be the baseline of 

the pressure wave when the pressure wave was prop-

agating in the pipe without any inhomogeneity. In 

this test, the pressure transient acted as a naturally 

occurring stimulus to assess the condition of the 

pipeline.  

The pressure profile measured by S2 when the 

rubber clamp was clamped at the pipe section (exact-

ly on top of location of S2) is plotted as the grey sol-

id line shown in Figure 6. As the rubber material ab-

sorbs the energy due to the pressure transient, the 

pressure wave dampened out faster as indicated in 

Figure 7(b). When the pipe section at S2 was rein-

forced with the steel clamps, a higher frequency was 

determined by S2 (see red solid line in Figure 6). As 

circled in Figure 7(c), a frequency of 2.1 Hz was de-

termined in the measurement obtained from S2. It is 

because the steel clamp increases the local stiffness 

of the pipe and it caused a reflection of a higher fre-

quency wave within the pipe. There is also a subtle 

phase shift as shown in the red line in Figure 6, 

which indicated an increase of wavespeed. It is also 

noted that the pressure wave took a slightly longer 
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time (approximately 6 seconds) to dissipate as indi-

cated in Figure 7(c). As the expansion of that pipe 

section was restricted, the energy was preserved and 

the energy loss was also reduced. The results ob-

tained in this test can be very subjective and may not 

be useful for the field application as there is a very 

large change in stiffness (steel vs PVC). Further in-

vestigation is still needed for future testing. 

 

 
 
Figure 6. Normalised pressure profiles measured at S2 with dif-
ferent local stiffness along the pipe. 

4.2 Test 2 – Determine the growth of the anomaly 

The pressure profile measured at S1 and S2, when 

different pipe conditions were subjected to pressure 

transient, are reported in Figure 8 and 9 respectively. 

In Figure 8, S1 measured some higher frequencies 

when the pipe was fully clamped and the pressure 

wave dissipated over 10 seconds. The black solid 

line is the baseline for this analysis. When the region 

of the pipe closer to S1 was unclamped, the higher 

frequencies dampened faster. There is also a clear 

change in its damping as circled in Figure 8 when 

the unclamped (less stiff) regions grew closer to the 

location of S1. The results presented in Figure 8 

shows the response of the pressure wave at the re-

gion of the anomaly which simulate a near field sce-

nario.  

The pressure profile measured at S2 was simulat-

ing the response of pressure wave away from the re-

gion of interest (anomaly). In Figure 9, there are sub-

tle changes in the period and damping measured at 

far field. However, several large reflections were de-

tected when the unclamped region became larger 

(unclamped up to R3) as circled in Figure 9. It could 

be due to the amplification of the reflection from the 

anomaly after certain period of time. 

 

 
Figure 7. Spectrogram of the pressure profile obtained at S2 
when the pipe section at S2 were (a) unclamped, (b) reinforced 
with rubber clamp and (c) reinforced with steel clamp.  

  

The results thus far have showed the preliminary 

investigation on the pipeline condition assessment 

based on the measurement obtained from the quasi-

distributed optical fibre based pressure transducers. 

The presented results showed that the pressure tran-

sient can act as a naturally occurred stimulus to as-

sess the condition of the pipeline. With the pressure 

transducer placed closer to the anomaly along the 

pipeline, the transducer manages to determine the 

changes in pressure wave which indicate the pres-
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ence and growth of inhomogeneity on the pipe. To 

improve the accuracy and sensitivity of the signal, 

the natural frequencies for the casing of the optical 

fibre based pressure sensors can be further tuned ac-

cordingly to the frequency that is causing changes 

due to the presence of an inhomogeneity.  

  

 
Figure 8. Pressure profiles measured at S1 with different region 
of the pipe unclamped to simulate growth of anomaly along 
pipe. 

 

 
Figure 9. Pressure profiles measured at S2 with different region 
of the pipe unclamped to simulate growth of an anomaly along 
pipe. 

5 CONCLUSION 
 
A quasi-distributed and ‘attachment-free’ multiple 
optical fibre sensors package is introduced in this 
paper to monitor pressure transient profile for condi-
tion assessment of pressurised pipe. The transient 
based condition assessment technique was conduct-
ed on a pipe with localised anomaly. This paper re-
ported the results obtained using the optical fibre de-
vice to detect the presence of anomaly. The results 
also show that it is possible to monitor the growth of 
the anomaly. 

Further development of the quasi-distributed op-
tical fibre based pressure sensors and signal pro-
cessing are still ongoing to improve the accuracy and 
sensitivity of the sensor. In conclusion, more re-
search is still needed to improve the transient based 

pipeline condition assessment using the submersible 
quasi-distributed optical fibre based pressure sen-
sors. 

ACKNOWLEDGEMENT 

 

This research work is part of a research project spon-

sored by the Australian Indonesian Centre (AIC). 

Their financial and in-kind support is gratefully 

acknowledged. 

REFERENCES 
Cauchi S., Cherpillod T., Morison D. and McClarty E., 2007, 

"Fiber-Optic Sensors for Monitoring Pipe Bending due to 
Ground Movement," Pipeline & Gas Journal, pp. 36-40. 

Colombo A., Lee P. and Karney B., 2009, "A selective 
literature review of transient-based leak detection methods," 
Journal of Hydro-environment Research, vol. 2, pp. 212-
227. 

Criticalpipes, 2015, "Advanced condition assessment & pipe 
failure prediction project," Critical Pipes. [Online]. 
Available: http://www.criticalpipes.com/. [Accessed 05 Feb 
2018]. 

CSA, 2007, “Oil and gas pipeline systems, Canada: CSA 
Standard Z662-07”, Canadian Standard Association. 

Eisler B., Lanan G., Nikles M. and Zuckerman L., 2008 
"Distributed fibre optic temperature sensing system for 
buried subsea arctic pipelines," in Proceedings of the Deep 
Offshore Technology Conference 2008 (DOT'08), Houston, 
Tex, USA. 

Gong J., Lambert M., Simpson A. and AC. Z., "Single-event 
leak detection in pipeline using first three resonant 
response," Journal of Hydraulic Engineering, vol. 139, pp. 
645-655, 2013. 

Inaudi B. and Glisic D., 2006, "Integration of distributed strain 
and temperature sensors in composite coiled tubing," Smart 
Structures and Materials. International Society for Optics 
and Photonics, vol. 6167, pp. 319-328. 

Lim K., Wong L., Chiu W.K. and Kodikara J., 2015, 
"Distributed fiber optic sensors for monitoring pressure and 
stiffness changes in out-of-round pipes," Structural Control 
and Health Monitoring, vol. 22, no. 9.  

Nikles M., 2009, "Long-distance fiber optic sensing solutions 
for pipeline leakage, intrusion and ground movement 
detection," Proceedings of SPIE - The international Society 
for Optical Engineering, pp. 731602- 1-13. 

Rajeev P., Kodikara J., Chiu WK. and Kuen T., 2013, 
"Distributed optical fibre sensors and their applications in 
pipeline monitoring," Key Engineering Materials, vol. 558, 
no. 4th Asia-Pacific Workshop on Structural Health 
Monitoring, pp. 424-434. 

Shi H., Gong J., Arkwright J., AW. P., MF. L., Simpson A. and 
Zecchin A., 2015, "Transient pressure measurement in 
pipelines using optical fibre sensor," in 40th Australian 
Conference on Optical Fibre Technology, Adelaide, 
Australia. 

Services D., 2016, "Pipeline inspection and analysis," 
Detection Services. [Online]. Available: 
http://www.detectionservices.com.au/services/pipeline-
condition-assessment/. [Accessed 5 Feb 2018]. 

Sounthararajah A., Wong L., Nguyen N., Bui H. and Kodikara 
J., 2017, "Evaluation of flexural behviour of cemented 
pavement material beams using distributed fibre optic 



 

60 
 

sensors," Construction and Building Materials, vol. 156, 
pp. 965-975. 

Stephens M., Lamert M., and Simpson A., 2013, "Determining 
the Internal Wall condition of a Water Pipeline in the Field 
Using an Inverse Transient," Journal of Hydraulic 
Engineering, vol. 139, pp. 310-324.  

Vitanage D. and Zhang D., 2014, "Using data analytics to 
prioritise high risk critical pipe failure," Sydney Water 
(NICTA), pp. 1-2. 

Wong L., Lim K., Chiu W.K., Kodikara J. and Chowdhury N., 
2016a, "Using water hammer to enhance the detection of 
stiffness changes on an out-of-round pipe with distributed 
optical-fibre sensing," Structural Control and Health 
Monitoring, vol. DOI 10.1002/stc.1975, pp. 1-10. 

Wong L., Chowdhury N., Wang J., Chiu W.K. and Kodikara J., 
2016b, "Fatigue damage monitoring of composite step lap 
joint using distributed optical fibre sensors," Materials, vol. 
9, no. 5, p. 374.  

Wong L., Chiu W.K. and Kodikara J., 2017a, "Using 
distributed optical fibre sensor to enhance structural health 
monitoring of a pipeline subjected to hydraulic transient 
excitation," Structural Health Monitoring, vol. DOI: 
10.1177/1475921717691036, pp. 1-15. 

Wong L., Rathnayaka S., Chiu W.K. and Kodikara J., 2017b, 
"Fatigue Damage Monitoring of a Cast Iron Pipeline using 
Distributed Optical Fibre Sensors," Procedia Engineering, 
vol. 188, pp. 293-300.  

Zhou W., 2011, "Reliability Evaluation of Corroding Pipelines 
Considering Multiple Failure Modes and Time-Dependent 
Internal Pressure," Journal of Infrastructre Systems, vol. 
17, pp. 216-224. 

 


